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SERVING YOUR NEEDS
AC R O S S  T E X A S

This includes one attempt at factory start up. Please refer to the manufacturer’s 
installation manual for specific installation requirements in addition to the below. A 
return trip may result in additional charges applied. The items listed below must be 
completed prior to scheduling a Willbanks Associate service technician for startup.

Check
_____ 1. Correct electrical voltage and polarity connected to boiler and power is live.

_____ 2. All controls completely installed and connected.

_____ 3. Gas line properly connected to boiler and is gas available at the proper pressure.

_____ 4. Venting properly installed and sized.

_____ 5. Adequate combustion air available in mechanical room.

_____ 6. Minimum clearances achieved.

_____ 7. Supply and Return water piping complete and correct.

_____ 8. System filled with water.

_____ 9. Arrangements mad with owner to have his operating personnel present to
 recieve operating and maintenance instructions.

_____ 10. Is there a load so that the boiler can be tested and tuned properly.

_____ 11. Texas State Boiler Inspection has been completed or a temporary operating
 permit has been issued. By state law, we cannot fire the boiler without this 
 being done prior to our arrival.
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